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LOC Questions and Clarifications Memorandum

To: Solicited Vendors for Letter of Configuration (LOC) Number 37515, dated March 18,

2009 for the Mississippi Department of Information Technology Services (ITS)

F'rom: David f.fnÑn@k
Date: March 31,2009 \-
Subjecû Reqponses to Questions Submitted and Clarifications to Specifications

ContactName: ChrisNix

ContactPhoneNumberz 601-359-1641

Contact E mail Address: Chris.Nix@its.ms.gov

The following questions \ryere submitted to ITS and are being presented as they were submitted,
except to remove any reference to a specific vendor. This information should assist you in
formulating your response.

Question 1: Please clariff the completion date.

Response: Vendor must provide and install feeder and horizontal cabling without termination
from the MDF/IDF to the outlet locations by May 31,2009. Vendor must provide
enough slack coiled and supported above the ceiling grid for drops to be installed
into the modular fumiture atalater date when final terminations will be
completed.

Question 1: Are communication cables Plenum or Non-Plenum rated?

Response: All communication cabling shall be Plenum rated.

Question 1: Where will the fire alarm control panel be located?

Response: The fire alarm control panel shall be located in room A126 which is within 100

feet of the MDF room.

LOC responses are due April 3,2009, at 3:00 p.m. (Central Time).
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If you have any questions concerning the information above or if we can be of further assistance,
please contact Chris Nix at 601-359-164I or via email at Chris.Nix@its.ms.gov.

cc: File 37515
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